APPENDIX - Vil

PROFORMA REGARDING SAFE DRINKING WATER AND SANITARY CONDITION
CERTIFICATE.

No. S.H./2024) 6D Date - U 10412024

It is certified that an inspection team headed by Dr. Shailender Kumar, Dy. Civil
Surgeon, Gurugram and inspection done by Dr. Kanika, Nodal Officer School health,
Gurugram of DPSG School, Palam Vihar I-Block , Gurugram ,on 28-03-2024.They
checked the water test report submitted by school and found that the school has pctable
drinking water for student and staff of the institution and is having provision for running
water in the toilets and maintaining hygienic sanitation condition in the school building

& the campus as ner the norms prescribed by the Central/State/U.T Gout.
This certificate is valid for a period of Cne Year.

Signature with Seal :

Name :

Designation :

To

DPSG School,

Palam Vihar I-Block,

Gurugram.

(Name & Address of the Institution)



FL/ T/ GEN/ F-05

/% FARE LABS Private Limited (Testing Divisic:.
. Location 1 (Permanent Facility)

i L1713, DLF Phase-ll, IFFCO Chowk,

M.G. Road, Gurugram - 122 002, Haryana, INDIA.

Tel. : +91-124-4223207-08, 4034205 | Cell - +91-92893516:8¢
Location 1 (Permanent Site Facility)

D-18, Infocity Ph.-Il, Sec-33, Gurugram - 122001, Haryana. INDIA
Tel.: +91-124-4057437 | Cell : +91-9289351688

Email : farelabs@farelabs.com | Website - www.farefabs.com

FARELABS

Science | Technology | Innovation -

TEST REPORT

Issued to : J.0. No. : W20250228-009-011
DPSG Palam Vihar ULR Code TC5503 25 2 00009561 F
951, Major Sushil Aima Marg, Block I, Report Date - 05-03-2025

Sector- 1, Palam Vihar, Gurugram,-122017

Haryana, India Sample Receipt Date : 28-02-2025

Account Manager :BD Team 1

Credit Manager . Gulab/Septesh
Customer Provided Information:#
Mature/Name of the Samplie . Water
Location 1 I Block, DPSG School
Source of Water : Ground Water
Treatment Type ;RO Treatment
Laboratory Provided Information:
Sample Quantity & Packaging :1Litre x 3 Pet Bottle, 500ml Sterilized Bottie
Test started on :28-02-2025
Test Completed 1 05-03-2025
Method of Sampling :FL/SOP/B/D-1
Date of Sampling :28-02-2025
Sample Collected by :Mr. Ashish Singh (FARE LABS Representative) at the

premises of DPSG Palam Vihar

Analysis Report

Physical Description : Water is clear without any éediments, suspended particles & extraneous matter.

'Specifications as ]
S. No. Parameters Unit Test Results per ‘ Method
- | 18-10500:2012 |
Organoleptic & Physical Parameters — _ o o
1 Colour Hazen 1 5 Max. : IS 3025 (P-4) Af
| 2 |odour - -- Agreeable _[ Agreeable 153025 (P-5) —!
3_[Total Dissolved Solids mg/L 23 | 500Max. | 153025 (P15)
|4 [Turbidity NTU 085 | 10Max . IS3025(P10)
5 _|pH value - 6.61 | 6585 | IS3025(Pii;
Chemical Analysis o _ .
6 Calcium (as Ca) mg/L BLQ, (LOQ-0.8) 75 Max. ' 15 3025 (P-40) - |
7 |Chloride (as Cl) mg/L 5.0 | 250 Max. | _IS3025(P-32) |
8 Fluoride (as F) mg/L BLQ, (LOQ-0.02) 1.0 Max. B _ APHA’_Zi“Ll_E_Q:__ 4
9 Magnesium (as Mg) mg/L BLQ, (LOQ-1) 30 Max. - 15'30?_5_,(‘?"f__.~.3.. ) J
10  |Nitrate (as NQOs) mg/L 0.76 | 45 Max. APHA 24™ ED. i
11 |Phenolic substances (as CeHsOH) mg/L BLQ, (LOQ-0.0005) ! 0.001 Max. APHA 24™ ED, J
12 |Residual Free Chiorine mg/L BLQ, (LOQ-0.1) | 0.2 Min. | "_APHA 24" ED.
13 |Sulphate (as S0.) mg/L BLQ, (LOQ-2) | 200 Max. B | APHA 24" ED. ﬁ
14 [Total Alkalinity (as CaCO;) mg/L 10 | 200 Max. !l 15:3025 (P-23) —’
|15 |Total Hardness (as CaCOs) mg/L 4 o 200 Max. 1S 3025 (P-21) |
Sk -
RS vy
"~ L7 2
2 Autﬁ&b ignatory
Page 1 of 3 D Mgt#ar, Director
INOTE: The taboratory accepts the responsibility for content of report. T results contained in this test report p(‘l‘_(a—v::n!y to th::m Petested Not lur the nole oL, Teen r
not be reproduced except in full, without written approval of the laboratory. This report is intended anly for your guidance, and aot for legal Purpeses, « ral decisior
advertisement. Samples. will be destroyed after 15 days from the date of issue of test certificate untess etherwise specified. Any compiaints about this auld be o !
writing wnhnq 7 days of issue of this report. Total liability at FARELABS Pvt. Ltd. is limited to invoiced amount only. The recipient of this report 1s FEQUET U hindly continm
Labs, the authenticity and genuineness of this report at m(g._c,qnf'[ma;ign&Egr_ejlg,p_;_h,_gm. FARE Labs is not responsible for any unconfirme Fopo-r If oyou
complaint/feedback regarding the sample collection/testing/test report, please send.an email at ng_g!_g_a_g_ktﬁ‘fafil_a_gﬂs.vgng_,n_n and call at +91 231266453,
#: The details are received from Customer on its own responsibility. FARE Labs Pvt. Ltd. does not Confirm about it and hence does not take any responsibility whatsoever
s
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FL /T / GEN / F-05

| FARE LABS Private Limited (esting pivision)
Location 1 (Permanent Facility)

L-17/3, DLF Phase-ll, IFFCO Chowk,

M.G. Road, Gurugram - 122 002, Haryana, INDIA,

Tel. : +91-124-4223207-08, 4034205 | Cell : +91-9289351683
Location 1 (Permanent Site Facility)

D-18, Infocity Ph.-1l, Sec-33, Gurugram - 122001, Haryana, INDIA.
Tel.: +91-124-4057437 | Cell : +91-9289351688

Email : farelabs@farelabs.com | Website : www.farelabs.com

. W20250228-009-011

i

FARELABS

| Technology | Innovation -

TEST REPORT

J.0. No.
ULR Code

Issued to :
DPSG Palam Vihar

951, Major Sushil Aima Marg, Block I, Report Date 05-03-2025 @ﬁ'&ﬁ'@
Sector- 1, Palam Vihar, Gurugram,-122017 . . g tm b ol
Haryana, Tndia Sample Receipt Date ; 28-02-2025 .l';ﬁ_.q_s;jﬂ;‘
Account Manager : BD Team 1 vl et o

Credit Manager : Gulab/Septesh iy :g"ﬂ-é;

9 : P @R

Customer Provided Information:#

Nature/Name of the Sample : Water

Location
Source of Water
Treatment Type

1 I Block, DPSG School
: Ground Water
: RO Treatment

Laboratory Provided Information:
Sample Quantity & Packaging

1Litre x 3 Pet Bottle, 500mi Sterilized Bottle

Test started on :128-02-2025 e
Test Completed :05-03-2025
Method of Sampling :FL/SOP/B/D-1
Date of Sampling +28-02-2025
Sample Collected by 1 Mr. Ashish Singh (FARE LABS Representative) at the
‘premises of DPSG Palam Vihar
Analysis Report
' ! ’ \Specifications as|
S. No. Parameters Unit Test Results per Method
, 1S§-10500:2012 o
Metal Analysis S
16 |Aluminium (as Al) mg/L BLQ, (LOQ-0.01) 0.03 Max. FL/SOP/12-01
_17 Arsenic (as As) mg/L BLQ, (LOQ-0.002) B 0.01 Max. FL/SOP/12-01 |
18 |Barium (as Ba) mg/L |~ BLQ, (LOQ-0.01) 0.7 Max. ~ FL/SOP/12-01 .
19 |Boron (as B) mg/L BLQ, (LOQ-0.01) | 0.5 Max. FL/SOP/12-01 |
20 Cadmium (as Cd) mg/L BLQ, (LOQ-0.001) ~0.003 Max. FL/SOP/12-01
21 |Copper (as Cu) mg/L BLQ, (LOQ-0.0l)_ | 0.05 Max. FL/SOP/12-01
22 |Iron (as Fe)- mg/L 0.071 1.0 Max. FL/SOP/12-01
23 |lLead (as Pb) mg/L BLQ, (LOQ-0.002) 0.01 Max. FL/SOP/12-01
24 |Manganese (as Mn) mg/L BLQ, (LOQ-0.005) 0.1 Max. | FL/SOP/12-01 o
25 |Mercury (as Hg) mg/L BLQ, (LOQ-0.0005) 0.001 Max. [ FL_/S_OP/lg—_Q_l______;,
26 |Nickel (as Ni) mg/L BLQ, (LOQ-0.002) 0.02 max. I_,,.‘,., FL/SOP/12-01
27 |Selenium (as Se) mg/L BLQ, (LOQ-0.005) 0.01 Max. | FL/SOP/12-01
28 |Zinc (as Zn) mg/L BLQ, (LOQ-O.Ol_)~ 5.0 Max. ' FL/SOP/12-01 E

D ¥

Reviewed By

RN

Page 2 of 3

D Mat ur, Directcir

not be reproduced except in full, without written approval of the labora

NOTE: The laborarery accepts the respansibility for coptent of report. Thz(;ults contained in this test report pertains only to the sample tested not for the whole lot. Tes* reporr shatl i
Y

. This repert is intended only for your guidance, and nnt for tegal purposes, commercial dacisrer  and ¢ )

advertisement. Samples will be destroyed after 15 days from the date of issue of test certificate unless -.otherwise specified. Any complaints about this report should be communicatad
writing within 7 days of issue of this repart, Total liability at FARELABS Pvt. Ltd, is limited to invoiced amount only. The recipient of this report s requested 10 kindly confirm with Ff e
Labs, the authenticity and genuineness of this repart at g_e_gmg_gj_igmatinn@fa[glgb__s,‘_cg_m. FARE Labs is not respensible for any wuncoafirmed Tast Repert. If you hKave oo,
complaint/feedback regarding the sample collection/testing/test report, please send an email at feedback@fareiabs.com and call at +91 312664533

#: The details are received from Customer on its own responsibility. FARE Labs Pvt. Ltd. does not Confirm about it and hence does not take any tesponsibility whatsocver
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FL/ T/ GEN/F-05

FARE LABS Private Limited (resting Divisior
| Location 1 (Permanent Facility)

. L-17/3, DLF Phase-ll, IFFCO Chowk,

M.G. Road, Gurugram - 122 002, Haryana, INDIA.

Tel. : +81-124-4223207-08, 4034205 | Cell : +91-9289351¢.
Location 1 (Permanent Site Facility)

"FARELABS

Science | Technology | Innovation -

Tel. . +91-124-4057437 { Cell: +91-9289351688
Email : farelabs@farelabs.com | Website : www.farelabs.com

TEST REPORT

Issued to : J.0. No. W20250228-009-011

DPSG Palam Vihar ULR Code : TC5503 25 2 00009561 F

951, Major Sushil Aima Marg, Block I, Report Date © 05-03-2025 E]E".*'ﬁ‘ﬁ{_

Sector- 1, Pa}am Vihar, Gurugram,-122017 Sample Receipt Date : 28-02-2025 iﬁ-—hﬁ'ﬁ#

Haryana, India . a‘r-#"ri_ti"ﬂ””
Account Manager : BD Team 1 :.E."l‘a. ,;M
Credit Manager . Gulab/Septesh E‘Mp;‘, i

Customer Provided Information:#

Nature/Name of the Sample Water

Location I Block, DPSG School

Source of Water :Ground Water

Treatment Type : RO Treatment

Laboratory Provided Information:

Sample Quantity & Packaging : 1litre x 3 Pet Bottle, 500m! Sterilized Bottle

Test started on - 128-02-2025

Test Completed :05-03-2025 ]

Method of Sampling +FL/SOP/B/D-1

Date of Sampling :28-02-2025 -

Sample Collected by :Mr. Ashish Singh (FARE LABS Representative) at the

premises of DPSG Palam Vihar
Analysis Report

i__ . R Specifications as i
S. No. Parameters Unit Test Results per Method \
1S-10500:2012 |

Microbiological Analysis e
29 |E. Coli per 100ml Absent Shall not be

detectable n any
= | 100ml sample

| IS 15185
detectable in any | |
. 100mlsample .
30 |[Total Coliform per 100ml Absent Shall not be ] IS 15185
i
i

BLQ= Below Limit of Quantification; LOQ= Limit of Quantification
Note: FL/SOP/12-01, Based on APHA 24th Ed.

Note: RFC-0.2 Min is applicable only when water is chlorinated. Tested at consumer end. When Protection against viral
infection.is required, it should be minimum 0.5 mg/I

Opinion: Selected parameters were asked to perform and they conforms as per (IS-10500: 2012} of drinking water for
given selected parameters only.

()
1%

~ b . ,3;“
L p A Q/)
ReViewed By Aut% ised Signatory
Page 3 of 3 Ms._"Meenakshi Bakshi, Scientist B

NOTE: The raborator_y accepr\the responsibility for content of repart. The resuits contained in this test report pértains =rly
not be reproduced eéxcept in full, without written approval of the laboratory, This report is intended only for your guidance, anid not f
advertisement. Samples will be destroyed after 15 days from the date of issue of test certificate untess otheiwise specified, Any romplaite at thes port shouid he car
writing within 7 days of 1ssue of this report. Total ltability at FARELABS Pvt. Ltd. is fimited to invoiced amount anly, The recipient o
Labs, the authenticity and genuineness of this report at report.confirmation@faretans.com, FARE Labs is not responsibic f
complaint/feedback regarding the sample coliection/testing/test report, please send an email at feedbach@fareians.com and caifl 2y +7:
#: The details are received from Customer on its own responsibility. FARE Labs Pvt. Ltd, does not Confirm about it and hence

sted to hindly confrrm arr boap |

o Test Repiit 3 vor bivee oac .

take any responsibility whatsocver.

| 150 9001:2015

******End Of Report'k*****

| 1SO 14001:2015 W IS0 45001:2018 1SO / IEC 27001:24

D-18, infocity Ph.-ll, Sec-33, Gurugram - 122001, Haryana, INDi/
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FARELABS

FARE LABS Private Limited (resting Divisiun)
Location 1 (Permanent Facility)

L-17/3, DLF Phase-ll, IFFCO Chowk,

M.G. Road, Gurugram - 122 002, Haryana, INDIA.

W, Science | Technology | Innovation -
" TEST REPORT

Tel. : +91-124-4223207-08, 4034205 | Celi : +91-92893515:
Location 1 (Permanent Site Facility)

D-18, Infocity Ph.-ll, Sec-33, Gurugram - 122001, Haryana, IhIA.
Tel. : +91-124-4057437 | Cell : +91-0289351688

Email : farelabs@farelabs.com | Website : www.farelabs.cor

Issued to : J.O. No.  W20250228-009-009
DPSG Palam Vihar ULR Code

951, Major Sushil Aima Marg, Block 1,

Sector- 1, Palam Vihar, G 122017 Report Date : 05-03-2025
ector- 1, Palam Vihar, Gurugram,- _ e
Haryana, India ' Sample Receipt Date : 28-02-2025

Account Manager :BD Team 1

Customer Provided Information:#
Nature/Mame of the Sample

Location : I Block, Senior Wing
Source of Water : Ground Water
Treatment Type : RO Treatment

Laboratory Provided Information:

Sample Quantity & Packaging

:1litre x 3 Pet Bottle, 500m| Sterilized Bottle

: TC5503 25 2 00009559 F

Credit Manager : Gulab/Septesh

: Water

Test started on 1 28-02-2025
Test Completed 705-03-2025
Method of Sampling : FL/SOP/B/D-1
Date of Sampling :28-02-2025

Sample Collected by

Physical Description : Water is clear without any sediments, suspended particles & extraneous matter.

:Mr. Ashish Singh (FARE LABS Representative) at the

premises of DPSG Palam Vihar

Analysis Report

Specifications as
S. No. Parameters Unit Test Results | per ;‘ Method
! | IS-10500:2012 |
Organoleptic & Physical Parameters
1 [colour Hazen 1 | smMax - 1S 3025 (P-4)

2 |odour - Agreesble |  Agreeable | 153025 (p-5)

3 Total Dissolved Solids mg/L 64 500 Max. IS 3025 (P—l_6_)w__b

4 [Turbidity NTU 0.44 1.0 Max. IS 3025 (P-10)

5 |pH value - 6.70 _ 6.5-85 | IS 3025 (P-11)
Chemical Analysis o —

6 Calcium (as Ca) mag/L 2.4 75 Max. IS 3025 (P-40)

7 _|Chloride (as Cl) mg/L 34.99 250 Max. 153025 (P-32)

8 _|Fluoride (as F) mg/L 0.07 | 1oMax APHA 24" ED.

9 |Magnesium (as Mq) mg/L 1.94 30 Max. IS-3025 (P-46)

10 [Nitrate (as NO3) mg/L 1.14 45 Max. APHA 24" £,
11  |Phenolic substances (as CsHsOH) mg/L BLQ, (LOQ-0.000S_) L O.QQ__l__r:’lﬂai__ [ }__ﬂ?_}jﬁ_zf”“ ED.
12 |Residual Free Chlorine mg/L BLQ, (LOQ-0.1) 0.2 Min. | A‘?,'jﬁ?;f“f_ﬁ?' )

13 |Sulphate (as S04) mg/L 2.24 _ 200 Max. | APHA 24m ED. |

14 |Total Alkalinity (as CaCOs) mg/L 20 200 Max. | 15:3025 (P-23) |

15 |Total Hardness (as CaCOs) mg/L 14 200 Max. | IS 3025 (P-21)

X

W52
Reviewed w/

~ o
2
Page 1 of 3

FL/ T/ GEN/F05

i
NOTE: The faboratory accepts the responsibility for content of ceport, The re ts contained in this test report pettains only to the samyfe tested not for the whoie Iot. Test report s!‘sm%
not be reproduced except in. full, without written approval of the laboratpfy. This repost is intended only for your Quldance, and not for legal purposes, commercial decision, ang ¥

advertisement. Samples will be destroyed after 15 days from the date w”issue of test certificate unless otherwise specified. Any complaints avout this

rt thould be commu

1SO 14001:2015

e .
m 150 45001:2018 &g 1SO / IEC 270612014



FL/T/ GEN/ F-05

FARE LABS Private Limited (resting Divisio..,
- Location 1 (Permanent Facility)

L-17/3, DLF Phase-Il, IFFCO Chowk,

M.G. Road, Gurugram - 122 002, Haryana, INDIA.

Tel. : +91-124-4223207-08, 4034205 | Celi : +91-9289351688
Location 1 (Permanent Site Facility)

D-18, Infocity Ph.-II, Sec-33, Gurugram - 122001, Haryana, IND1.
Tel. : +91-124-4057437 | Cell: +91-9289351688

Email : farelabs@farelabs.com | Website : www farelabs.com

FARELABS

Science | Tec’hnology | In-novation .

TEST REPORT

Issued to : J.0. No. : W20250228-009-009
DPSG Palam Vihar ULR Code . TC5503 25 2 00009559 F
951, Major Sushil Aima Marg, Block I, Report Date : 05-03-2025 @E;.‘.ar-: -.I_E_
ﬁi%%:a}'xﬁgil:m Vihar, Gurugram,-122017 Sample Receipt Date : 28-02-2025 ;m*»- ‘@
Account Manager : BD Team 1 ii:ir" ¥iE i
Credit Manager . Gulab/Septesh Euﬂmﬁ
Customer Provided Information:#
Nature/Name of the Sample : Water
Location : I Block, Senior Wing
Source of Water : Ground Water
" Treatment Type : RO Treatment
Laboratory Provided Information:
Sample Quantity & Packaging : LLitre x- 3 Pet Bottle, 500ml Sterilized Bottle Iy \
Test started on : 28-02-2025 T
Test Completed £05-03-2025
Method of Sampling . FL/SOP/B/D-1
Date of Sampling 1 28-02-2025
Sample Collected by +Mr. Ashish Singh (FARE LABS Representative) at the
premises of DPSG Palam Vihar
Analysis Report
'Specifications as! i
S..No. Parameters Unit Test Results | per | Method 1
| | IS-10500:2012 | :
Metal Analysis S R -
|16 [Aluminium (as Al) mg/L BLQ, (LOQ-0.01) 0.03Max. | FL/SOP/12-01
17 [|Arsenic (as As) mg/L BLQ, (LOQ-0.002) 0.01 Max. __ FL/soOP/12-01
18 |Barium (as Ba) mg/L BLQ, (LOQ-0.01) 0.7Max. |  FL/SOP/12-01
19 |Boron (as B) mg/L BLQ, (LOQ-0.01) 0.5 Max. | FL/SOP/12-01 Jt
20 |Cadmium (as Cd) mg/L BLQ, (LOQ-0.001) ~ 0.003 Max. ' FL/SOP/12-01 |
21 |Copper (as Cu) mg/L BLQ, (LOQ-0.01) ~0.05 Max, . FL/SOP/lZ—O]___‘
22 |Iron (as Fe) mg/L 0068 |  1.0Max._ | FLSOP/12-01 |
23 |Lead (as Pb) mg/L BLQ, (L0Q-0.002) |  0.01Max. | FL/SOP/12-01 N
24  |Manganese (as Mn) mg/L BLQ, (LOQ-0.005) 0.1 Max. N FL/SOP/12~_()~1_"_N_—_ !
25 |Mercury (as Hg) mg/L BLQ, (LOQ-0.0005) 0.001 Max. [ FL/SOP/lZ;O_l_M_M{
26 [Nickel (as Ni) mg/L BLQ, (LOQ-0.002) 0.02Max. | FL/SOP/12-01
27 |Selenium (as Se) mg/L BLQ, (LOQ-0.005) 0.01 Max. __,___FL/SC)_P/l_Z—OL
28 |Zinc (as Zn) mg/L BLQ, (LOQ-0.01) |  50Max. | ° FL/SOP/12-01 |

M

Reviewed By 2
Page 2 of 3 D Mathiur, Director

NOTE: The taboratory accepts the responsibility for content of report. The results contained in this test repert pertains only to the sample tested not for the whole iot, Tesl report shsl |
not be reproduced except in fult, without written approval of the faboratory. This report is intended only for your guidance, and not for tegal purpeses, comnercial decision, and for
advertisement. Sampies will be destroyed after 15 days from the date of issue of test certificate uniess otherwise specified, Any complaints about this report should be commumcats
writing within 7 days of issue of this report. Total liability at FARELABS Pvt. Ltd. is limited-ta invoiced amount only. The recipient of this report is requested to hindiy confirm wit
Labs, the authenticity and genuineness of this report at teport.confitmation@farelabs.com. FARE Labs is not responsible for any uocenfirmed Yost Report. If you tave any

complaint/feedback reg‘arding the sample collection/testing/test report, please send an email at feedback@farelabs.com and call at +81 9512664533, ‘
#: The details are received from Customer on its own responsibility. FARE Labs Pvt. Ltd. does not Confirm about it and hence does not take any responsibility whatsocver,
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FARELABS

Issued to :

DPSG Palam Vihar

951, Major Sushil Aima Marg, Block I,
Sector- 1, Palam Vihar, Gurugram,-122017
Haryana, India

Customer Provided Information:#

Nature/Name of the Samgle
Location

Saiurce of Water

Treatment Type

Laboratory Provided Information:

Sample Quantity & Packaging

Science I—Technology | Innovation -

TEST REPORT

J.0. No.

ULR Code

Report Date

Sample Receipt Date
Account Manager
Credit Manager

: Water

: I Block, Senior Wing

: Ground Water
: RO Treatment

1Litre x 3 Pet Bottle, 500ml Sterilized Bottle

Iy FARE LABS Private Limited (Testing Division)
| Location 1 (Permanent Facility)

| L-17/3, DLF Phase-ll, [FFCO Chowk,

M.G. Road, Gurugram - 122 002, Haryana, INDIA,

Tel. : +91-124-4223207-08, 4034205 | Celi: +91-9289351688
Location 1 (Permanent Site Facility)

| D-18, Infocity Ph.-ll, Sec-33, Gurugram - 122001, Haryana, INUi.-
Tel.: +91-124-4057437 | Cell : +91-9280351688

Email : farelabs@farefabs.com | Website : www.farelabs.com

W20250228-009-009
© TC5503 25 2 00009559 F

: 05-03-2025 EERk e
1 28-02-2025 ﬁ%_ﬁﬁ“
: BD Team 1 .‘ﬁr,,;';,.*_:g
: Gulab/Septesh Irfl}t"ai;@

~TC - 5503

Test started on +28-02-2025
Test Completed 05-03-2025
Method of Sampling s FL/SOP/B/D-1
Date of Sampling 1 28-02-2025
Sample Collected by :Mr. Ashish Singh (FARE LABS Representative) at the
premises of DPSG Palam Vihar
Analysis Report
’7 iSpecifica_ntions_as -
S. No. Parameters Unit Test Results per Method
| IS-10500:2012 | o -
Microbiological Analysis o o - o
29 |E. Coli per 100m| Absent | Shallnotbe | IS 15185
detectable in any
. | 100ml sample | — |
30 |Total Coliform per-100ml Absent ] Shall not be IS 15185 |
detectable in any
[ 100ml sample !

BLQ= Below Limit of Quantification; LOQ= Limit of Quantification

Note: FL/SOP/12-01, Based on APHA 24th Ed.

Note: RFC-0.2 Minis applicable only when water is chlorinated. Tested at consumer end. When Protection against viral

infection is required, it should be minimum 0.5 mg/l

Opinion: Selected parameters were asked to perform and they conforms as per (IS-10500: 2012) of drinking water for

given selected parameters only.

\/

Revijfwed By

Q[a"

ON

abt\“\é;

Page 3 of 3

not be reproduced except in fu

NOTE: The faboratory accepts the responsibility for content of report.
advertisement. Samples will be

******End Of Report******

% 1SO 9001:2015 150 14001:2015

/
2
*u horised Signatory

results contained in this test reéport pertains only to the sample tested not for
{, without written approval of the laboratory. This report s intended only for your guida
estroyed after 15 days from the date of issue of test certificate unless otherwise specifie
writing within 7 days of issue of this report. Total fiability at FARELABS Pvt. Ltd. is limited to invoiced amount only. The reci

Labs, the authenticity and genuineness of this report at rgggtg.ggnf'[mgg'guwfg:glggs.cgm.

m 150 45001:2018

Ms. Meenakshi B

nce, and not for legal purposes, commercial decision. a .
d. Any complaints about this report should be communicate.s in
plent of this report is requested to hindly confirm with FafE
FARE Labs is not responsible for any uncenf rmed Test Report.
back@Ffarelabs.com and call at +91 9312664533,
t. Ltd. does not Confirm about it and hence does not take any responsibility whatsoever, |

akshi, _Scientist B

the whale lot. Test rapart snil |
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TEST REPORT

Issued to : J.O. No. : W20250228-009-010

DPSG Palam Vihar ULR Code : TC5503 25 2 00009560 F

951, Major Sushil Aima Marg, Block I, Report Date : 05-03-2025 Eﬂﬁ%@

aggg;-al,lﬁdail:m Vihar, Gurugram,-122017 Sample Receipt Date : 28-02-2025 %’%ﬂ;&: ‘;
, Account Manager : BD Team 1 .uguéj,—"’rg

Credit Manager . Gulab/Septesh 'E’F?B;:-T‘

Customer Provided Information: #

Hature/Name of the Sample : Water

Location 1 Block, Junior Wing

Source of Water : Ground Water

Treatment Type : RO Treatment

Laboratory Provided Information:

Sample Quantity & Packaging D 1Litre x 3 Pet Bottle, S00mI Sterilize| Bottie e

Test started on 128-02-2025 , T es0

Test Completed :05-03-2025

Method of Sampling . FL/SOP/B/D-1

Date of Sampling 1 28-02-2025

Sample Collected by :Mr. Ashish Singh (FARE LABS Representative) at the

premises of DPSG Palam Vihar

Analysis Report
¢ Water is clear without any sediments, _sg_spend_e_g_pg[ggl_?j_s_&_extra_nggy_g_,_rp_ajct;eg
Specifications as|

|S. No.| Parameters J Unit J Test Results ' per " Method
S —— — lIs10500:2012 |
Organoleptic & Physical Parameters o e
1 [colour Hazen | L | SMex  Ties0a5(pay
2 |odour - Agreesble | Agreeable | 1573025 (p5) |
3 |Total Dissolved Solids mg/L 125 | 500 yax:_j‘z{@_@li |
4 [Turbidity - NTU 0.89 | 1.0 Max. S i[_)i.‘i_(P-lO)
5

[ 5 [pHvalue S — N T R 6585 | (53025 (par) |
‘Chemical Analvsi_S_________ e T
6 |Calcium (as Ca) o _ 48 ) 75 Max. » ?L

7__|Chioride (as Cl) ma/L 62.48 250 Max.

_8 [|Fluoride (asF) mg/l | o007 T 1omax |
Magnesium (as Mg) mg/L 202 1"fj:___"_._____m__4__%;,5_-3952 P-q5)
Nitrate (as NOs) mg/L 105 ] ____‘_15_'\"_?.""______.__;_‘._.f_'ﬂjﬁ__zfl_tﬁ_@;_. -

_11 |Phenolic substances (as CeH5QH) mg/L BLQ, (LOQ-0.0005) | 0.001 Max. i + APHA 24t gD,
Residual Free Chlorine mi) T oawmin T  APHA 247 Ep.
Sulphate (as S0,) mg/L 6.21 ___[__“_Z_OO_Mézj_“[—yAhm_-lj:;ﬁ?L)_‘
Total Alkalinity (as CaCOs,) 20 _ | 200 Ma_x;_‘,_‘“;l_}s~‘3025_~(fi3_)____

Total Hardness (as CaCo0s3) ZO_O_f\ila_x. i _l§_3925 (P-21)

A _L.-.
ignatory

Ma' hﬁ:, Director

Page 1 of 3
NOTE: The laboratory accepts the responsitility for contw of report, The resuits contain
not be reproduced except in full, without written appgpfval of the iaboratary. This ¢
¥s frem the date of issue of t

ed in this test report parrg;
ePOrt is intended only foi yny-

ot take any responsibility whatsoever.

150 9001:2015
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¢ FARE LABS Private Limited (Testing Division)
‘4 Location 1 (Permanent Facility)
L-17/3, DLF Phase-l, IFFCO Chowk,
M.G. Road, Gurugram - 122 002, Haryana, INDJIA.
Tel.: +91-124-4223207-08, 4034205 | Cell : +91-9289351688

(i 2}’;‘,&»

Issued to :

DPSG Palam Vihar

951, Major Sushil Aima Marg, Block I,
Sector- 1, Palam Vihar, Gurugram,-122017
Haryana, India

Customer Provided Information:#
Nature/Name of the Sample

Location

Source of Water

Treatment Type

Laboratory Provided Information:
-Sample Quantity & Packaging

Test started on

Test Completed

Method of Sampling

Date of Sampling

Sample Collected by

TEST REPORYT

Location 1 (Permanent Site Facility)

D-18, Infocity Ph.-ll, Sec-33, Gurugram - 122001, Haryana, INDIA.
Tel. : +91-124-4057437 | Cell : +91-9289351688

Email : farelabs@farelabs.com | Website : www.farelabs.com

1 W20250228-009-010
: TC5503 25 2 00009560 F

J.O. No.
ULR Code

Report Date : 05-03-2025
Sample Receipt Date : 28-02-2025
Account Manager : BD Team 1

Credit Manager : Gulab/Septesh

: Water

01

: Ground Water
: RO Treatment

+1Llitre x 3 Pet Bottle, 500m!| Sterilized Bottle
:28-02:2025

Block, Junior Wing

:05-03-2025
' FL/SOP/B/D-1
1 28-02-2025

:Mr. Ashish Singh (FARE LABS R

epresentative) at the

premises of DPSG Palam Vihar

Analysis Report

] i - - - S?ec_ifiatgnsmas - *“_i
IS. No. Parameters Unit Test Results per , Method "
I — 1 15-10500:2012 | ]
| Metal Analysis — - —_— _‘
|16 [Aluminium (as Al) ma/L BLQ, (LOQ-0.01) 003Max. |  FL/SOP/12-01
| 17 |Arsenic (as As) Mg/l | BLQ (L0Q-0.002) |  0.01Max. | FL/SOP/12-01 |
18 |Barium (as Ba) - mg/L | BLQ, (LOQ-001) | 07 Max. | _ FL/SOP/12-01 |
| 19- |Boron (as B) | mon BLQ, (LOQ-0.01) _ O5Mex. | FL/SOP/12:01
20 |Cadmium (as Cd) mo/L | BLQ (L0Q-0.001) [ 0.003 Max. | FL/SOP/12-01 |
|21 |Copper (as Cu) mo/L | BLQ, (LOQ-0.01) |  0.05 Max. | Fusopizor
22 |Iron (as Fe) mg/L 0.071 o Lomx_. l_ ﬂ@mz_-p_l_*_
23 |Lead (as Pb) mg/L 0.01Max. |  FL/SOP/12-01
| 24 |Manganese (as Mn) [ mg/L 0.1 Max. - —@7/12-01 ___:J
| 25 Mercury (as Hg) mg/L BLQ, (LOQ-0.0005) 0.001 Max. __lil./.iOE/EO_l o
|26 |Nickel (as Ni) mg/L | BLQ, (LOQ-0.002) 002Max. | Fl/50P/12-01
27 |Selenium (as Se) mg/L BLQ, (LOQ-0.005) Il _O.Ql Max. B FL/S0GP/12-01
| 28 |zinc (as zn) mg/L | BLQ, (LOQ-0.01) 5.0 Max. FL/SOP/12:01

Dok

Reviewe

at FARELABS Pvt, Ltd, is limited
at r_e_j)_g_;,h;m_f_ﬂn;_aﬁg_n_@ﬂr_gibg,_;_q_m, FARE Labs s not responsible
test report, please sang an email a
sponsibility. FARE Labs Pvt. Lid,

T
Jéignatory

icate unless otherwise specified, Any
to invoiced amount only. The recipien

t f_eg_q_p_a_q_k_@_[ag_e_lqp;_,__MJ and cail at +91 9312664
does not Confir

ke i 1SO / JEC 27001:2013
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1.l FARE LABS Private Limited (Testing Division),
. Location 1 (Permanent Facility) i
| L1713, DLF Phase-li, IFFCO Chowk,

. M.G. Road, Gurugram - 122 002, Haryana, INDIA.

| Tel.: +91-124-4223207-08, 4034205 i Cell: +91-9289351688
Location 1 (Permanent Site Facility)

D-18, Infocity Ph -1I, Sec-33, Gurugram - 122001, Haryana, INDIA.
Tel. : +91-124-4057437 | Cell: +91-9289351688

Email : farelabs@farelabs.com | Website : www.farelabs com

TEST REPORT

Issued to : J.0. No. ©W20250228-009-010
DPSG Palam Vihar ULR Code : TC5503 25 2 00009560 F
951, Major Sushil Aima Marg, Block I, Report Date : 05-03-2025 O] ﬂ':-y#:um
aector— i, Pa]am Vihar, Gurugram,-122017 Sample Receipt Date : 28-02-2025 h i 1‘_"_&:. :
aryana, India b R e
Account Manager : BD Team 1 #*!{.ﬂ}—w
Credit Manager : Gulab/Septesh E’]}RB";%:E
Customer Provided Information:#
Nature/Name of the Sample . Water
< Location .1 Block, Jurior Wing
Source of Water : Ground Water
Treatment Type ;RO Treatment
Laboratory Provided Information:
Sample Quantity & Packaging : 1Litre x 3 Pet Bottle, 500mi Sterilized Bottle
Test started on +28-02-2025
Test Completed {05-03-2025
Method of Sampling : FL/SOP/B/D-1
Date of Sampling :28-02-2025
Sample Collected by :Mr. Ashish Singh (FARE LABS Representative) at the

premises of DPSG Palam Vihar

Analysis Report
[ ‘*‘_“" - ~ [Specifications as| ]
('S No. Parameters Unit Test Results ) per | Method
L o | 1S-10500:2012 | ) ~l

pd_icrobiologicg!_{\mllvsis_ !

i 29 ’E. Coli -. per 100mi Absent ‘l Shall not be | IS 15185 ]
! . | ‘ : - ’ detectable in any | !

i o o | 100mi samole |
I 30 [Total Coliform | per 100mi Absent ( Shall not be | IS 15185 1
, | detectable in any |
| J — | icOmisample’ | |

BLQ= Below Limit of Quantification; LOQ= Limit of Quantification

Note: FL/SOP/12-01, Based on APHA 24th Ed.

Note: RFC-0.2 Min s applicable only when water is chlorinated. Tested at consumer end. When Protection against viral
infection is required, it should be minimum 0.5 mg/I.

‘Opinion: Selected parameters were asked to perform and they conforms as per (IS-10500: 2012) of drinking water for
given selected parameters only.

\l

W/ RPN O

v
Rev_ wed By Au‘{lorised Signatory
Page 3 of 3 Ms. Meenakshij Bakshi,_s_cientist B

/

lot, Test :

complaint/feedback regarding the sample collecuon/testing/lest r
#: The details are received from Customer on its own responsibility, FARE Labs Pvt. Ltd. does not m about it and hence does not take ANy responasibility whatsoever.

******End Of Report****'k*
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